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Ground Loop - V1

Ground Loop - V2 (where V2 is > V1)

Deep grounding of wind turbine (due to piling) and for
home deep well pump may create main ground pathways

Shallower grounding for roadside “collector lines” and 
distribution lines

Potential difference in ground currents and voltage potential 
from home / barn
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