
2007 [Reference/Source of the Table: Tab 7/Schedule 1-9 & Schedule 1-10 & Schedule 1-11] -3l
1 2 3 4 5 6

Contributions to Fe
7 8 9 10 b 7/Schedule 1

Contribution to Feeder CHI

12 13

Sr. Feeder
No

Number of Sunmersible Primary Cable Air-Insulated Submersible Feeder Per Cent Primary Cable Air-Insulated Submersible Feeder %
Submersible Transformers Pad-mounted & Transformers Historical Contribution Pad-mounted & Transformers Historical Contribution
Transformers Included in Air Insulated Reliability of Sub. TXs Air insulated Reliability of Sub. TXs

on Feeder Job Vault mounted Performance to Total Vault mounted Performance to Total
Switchgear Cl Feeder Cl Switchgear CHI Feeder CHI

268 147 1470 2552.5 0%
73 4598 0 0.0 6%NY80M29

SCNAR26M34
NY55M8
YK35M10

34 SCNT47M1
35 NY55M21

NY85M1
36 NY85M9

NYSS58F1
8 3 634 0 15 4055

0.0%

237.7 0.0 24.0 2379.4

The contribution of Sub.TXs to total feeder CHI is more than 25%

Projects ear-marked for Phase II

Reference/Source of the Table
Tab 7/Schedule 1-9

Tab 7/Schedule 1-10, pages 2 -6
Tab 7/Schedule 1-11
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Number of Sunmersible Primary Cable Air-Insulated Submersible Feeder Per Cent Primary Cable Air-Insulated %

Submersible Transformers Pad-mounted & Transformers Historical Contribution Pad-mounted & Transformers Historical Contribution
Transformers Included In Air Insulated Reliability of Sub. TXs Air insulated Reliability of Sub. TXs

on Feeder Job Vault mounted Performance to Total Vault mounted Performance to Total

Switchgear CI Feeder CI Switchgear CHI Feeder CHI

132 3 4 5 6 7 8 9 10 11 12
2008 [Reference/Source of the Table: Tab 7/Schedule 1-9 & Schedule 1-10 & Schedule 1-11]

1

FeederSr.
No

1.1%
0.0%

12.2%

20.8%

6655.4

1005.2
8393.7

0.0

1294.5

1743.10.0
0.0

86.6

860.3

1366.8

1337.815.5%
1297

8005

14377
0

262

22350
0

577

482
1232

5773

16

8

242

142
AH9M30 5 0.0 3820.8

35 0.0 470.1
A47M13 244 1879.1 2919.2
0M2 Unknown 0.0 1898.7
1M7 2021.2 5422.4

M24

NY85M1
36 NY85M9

NYSS58F1

35 NY55M21
34 SCNT47M1

flThe contribution of Sub.TXs to total feeder CHI is more than 25%

ores ear-marked for Phase II

Reference/Source of the Table
Tab 7/Schedule 1-9

Tab 7/Schedule 1-10, pages 2-6
Tab 7/Schedule 1-11
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2009 [Reference/Source of the Table: Tab 7/Schedule 1-9 & Schedule 1-10 & Schedule 1-11]
1 2 3 4 5 6 7 8 9 10 12 13

Contributions to Feeder Cl

Sr. Feeder Number of Sunmersible Primary Cable Air-Insulated Submersible Feeder Per Cent Primary Cable Air-Insulated Submersible Feeder %

No Submersible Transformers Pad-mounted & Transformers Historical Contribution Pad-mounted & Transformers Historical Contribution
Transformers Included in Air insulated Reliability of Sub. TXs Air insulated Reliability of Sub. TXs

on Feeder Job Vault mounted Performance to Total Vault mounted Performance to Total

Switchgear CI Feeder CI Switchgear CHI Feeder CHI

4 NY80M29 73 12 6356 0 110 10473 618.7 0.0 500.0 3704.4

2 SCNAR26M3A 268 18 580 0 591 1183 3880.7 0.0 3328.4 7220.9
3 NY55M8 81 2 15626 0.0 6944.5

4

10 NY51M8 Unknown 0 0 0 0 6124 0.0% 0.0 0.0 0.0 2786.9 0.0%

11 SCNA502M22 142 28 11494 0 0 19233 0.0% 6576.3 0.0 0.0 11978.6 0.0%

12 SCNAH9M30 5 25 7939 0 0 8147 0.0% 7315.3 0.0 0.0 8174.7 0.0%

13 NY85M4 35 30 20 0 0 524 0.0% 46.7 0.0 0.0 129.1 0.0%

14 SCNA47M13 244 63 592 0 0 4889 0.0% 2352.7 0.0 0.0 2652.9 0.0%

15 NY80M2 Unknown 0 0 0 0 2050 0.0% 0.0 0.0 0.0 394.5 0.0%

16 NY51M7 72 1 275 0 0 5466 0.0% 541.6 0.0 0.0 1782.7 0.0%

17 NY51M24 123 22 197 0 352 4337 8.1% 372.8 0.0 404.7 3518.4 11.5%

18 NY80M30 68 30 0 0 0 7419 0.0% 0.0 0.0 0.0 5809.5 0.0%

1825.3206.0

a

aI
a3am

0.0

4/¢

1251.8

0.0

0.0

1 EEI

2191450

233
242

20

419

30 NY51M3 69
31 M17 312
32 NY85M31 Unknown 0

Unknown

34 SCNT47M1 242 16

35 NY55M21 42 628
NY85M1

36 NY85M9 8 3 0

NYSS58F1

EI

EICEIG
EI
EI
EI

EI

D The contribution of Sub.TXs to total feeder CHI is more than 25%• Projects ear-marked for Phase II

Reference/Source of the Table
Tab 7/Schedule 1-9

Tab 7/Schedule 1-10,pages 2-6
Tab 7/Schedule 1-11



2010 [Reference/Source of the Table: Tab 7/Schedule 1-9 & Schedule 1-10 & Schedule 1-11]
1 2 3 4 5 6 7 8 9 1 11 12 13

Sr. Feeder Number of Sunmersible Primary Cable Air-Insulated Submersible Feeder Per Cent Primary Cable Air-Insulated Feeder %%

No Submersible Transformers Pad-mounted & Transformers Historical Contribution Pad-mounted & Historical Contribution
Transformers Included in Air insulated Reliability of Sub. TXs Air Insulated Reliability ofSub. TXs

on Feeder Job Vault mounted Performance to Total Vault mounted Performance to Total

Switchgear Cl Feeder CI Switchgear CHI Feeder CHI

NY80M29 73 12 0 0 0 2430 0.0% 0.0 0.0 0.0 1631.4 0.0%

2 SCNAR26M34 268 18 410 2 0 9101 0.0% 2666.9 0.1 0.0 0.0%

3 NY55M8 81 31 5492 0 394 6227 6.3% 2247.4 o.o 1050.4 26.8%PT3/ EE · , I3
10 NY51M8 Unknown 0 30 0 204 2277 9.0% 138.8 0.0 331.9 2634.0 12.6%

11 SCNA502M22 142 28 3815 0 0 7957 0.0% 127.6 0.0 0.0 4184.7 0.0%

12 SCNAH9M30 5 25 148 0 0 6796 0.0% 542.7 0.0 0.0 9441.2 0.0%

13 NY85M4 35 30 2 0 0 26 0.0% 10.1 0.0 0.0 84.1 0.0%

14 SCNA47M13 244 63 0 0 15 10328 0.1% 0.0 0.0 161.5 11820.5 1.4%

15 NY80M2 Unknown 0 2020 0 0 7966 0.0% 4191.3 0.0 0.0 5441.0 0.0%

16 NY51M7 72 1 4825 0 0 9764 0.0% 465.8 0.0 0.0 3676.3 0.0%

17 NY51M24 123 22 1297 108 0 6265 0.0% 2885.7 295.2 0.0 5409.8 0.0%

18 NY80M30 68 30 7188 1720 0 9370 0.0% 2991.6 401.3 0.0 4961.8 0.0%

34 SCNT47M1

35 NY55M21

NY85M1

36 NY85M9

NYSS58F1

242
42

8

16

3

3

5512
189

42

11

0

0

0

0

0

1254

3359

0.0% 380.7

116.5

0.0

0.0

0.0

0.0

716.2

3380.0

0.0%

The contribution of Sub.TXs to total feeder CHI is more than 25%

Projects ear-marked for Phase II

Reference/Source of the Table
Tab 7/Schedule 1-9

Tab 7/Schedule 1-10, pages 2-6
Tab 7/Schedule 1-11



• 2011 [Reference/Source of the Table: Tab 7/Schedule 1-9 & Schedule 1-10 & Schedule 1-11]
•

1 2 3 4 5 6 7 8 9 10 11 12 13

tribution to
Sr. Feeder Number of Sunmersible Primary Cable Air-Insulated Submersible Feeder Per Cent Primary Cable Air-Insulated Submersible Feeder %

No Submersible Transformers Pad-mounted & Transformers Historical Contribution Pad-mounted & Transformers Historical Contribution
Transformers Included In Air insulated Reliability of Sub. TXs Air insulated Reliability of Sub. TXs

on Feeder Job Vault mounted Performance to Total Vault mounted Performance to Total

Switchgear Cl Feeder CI Switchgear CHI Feeder CHI

1 NY80M29 73 12 3386 0 36 8255 0.4% 499.2 0.0 112.2 2294.1 4.9%

2 SCNAR26M34 268 18 1322 4668 100 7560 1.3% 6744.8 7198.1 574.8 14615.7 3.9%

3 NY55M8 81 2412 0 165 10734 1.5% 584.1 0.0 924.5 8972.8 10.3%

4 YK35M10 Unknown 0 0 0 17593 0.0 0.0 0.0 2332.9 0.0%

EE3

215110214116242

10 NY51M8 Unknown 0 30 0 2281 2480 92.0% 135.2 0.0 82.3 460.9 17.9%

11 SCNA502M22 142 28 14501 0 0 20126 0.0% 7177.0 0.0 0.0 7458.2 0.0%

12 SCNAH9M30 5 25 20 0 0 2461 0.0% 38.5 0.0 0.0 3238.7 0.0%

13 NY85M4 35 30 16 0 0 2862 0.0% 293.9 0.0 0.0 6235.2 0.0%

14 SCNA47M13 244 63 13298 0 15 17600 0.1% 8729.4 0.0 172.8 12499.5 1.4%

15 NY80M2 Unknown 0 2700 0 2809 0.0% 14.5 0.0 0.0%

72 0 0 3126 0.0 0.0

123 2 205 270 111.8 779.3

34 SCNT47M1

35 NY55M21 42 3 233 0 0 189 0.0% 860.2 0.0 0.0 380.7 0.0%

NY85M1

36 NY85M9

NYSS58F1

8 3 0 12 10731 6.9 0.0 126.2 6601.7

lThe contribution of Sub.TXs to total feeder CHI is more than 25%■ Projects ear-marked for Phase II

Reference/Source of the Table
Tab 7/Schedule 1-9

Tab 7/Schedule 1-10, pages 2-6
Tab 7/chelul 111



NY51M6

SCNA47M14

•, .

FEEDER/TRANSFORMERS

[Source Tab 7/Schedule 1-9]
1 2 3 4 (Nov.14)

Sr. Feeder Number of Sunmersible Estimated Cost
No Submersible Transformers of Transformer

Transformers Included In Job Replacements in

NY80M29 73 12 $133,270
2 SCNAR26M34 268 18 $199,905
3 NY55M8 81 31 $344,281
4 YK35M10 Unknown 0 $0

115 37 $410,916
Unknown 0 $0

10 NY51M8 Unknown 0 $0
11 SCNA502M22 142 28 $310,963
12 SCNAH9M30 5 25 $277,646
13 NY85M4 35 30 $333,175
14 SCNA47M13 244 63 $699,667
15 NY80M2 Unknown 0 $0

16 NY51M7 72 1 $11,106
17 NY51M24 123 22 $244,328
18 NY80M30 68 30 $333,175

nknown
nknown 0 $0

233 121 $1,343,806
242 58 $644,138

20 30 $333,175
0 $0

419 13 $144,376

69 54 $599,715
312 1 $11,106

0 $0

242 16 $177,693
42 3 $33,317

NY85M1

36 NY85M9 8 3 $33,317
NYSS58F1

2813 596 $6,619,075

- Projects ear-marked for Phase II

Reference/Source of the Table
Tab 7/Schedule 1-9

Tab 7/Schedule 1-10 , pages 2 - 6

Tab 7/Schedule 1-11


